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ICC cannot and will not certify nor conclude that an operator is in full compliance with rule requirements, even if the inspection 
does not identify any areas of non-compliance.  Operators are wholly responsible for compliance with regulations. 

 

   

        

 

 

Operator: AMEREN ILLINOIS COMPANY Operator ID#: 32513 

Exit Meeting Contact: Dallas Jett Total Man Days: 3 

Pipeline Safety Representative(s): Donald Hankins 

Company Representative to Receive Report: Michael Fuller Emailed Date: 

Company Representative's Email Address: mfuller2@ameren.com 10/03/2014 
  

 

Inspection Summary 

Inspection Type Location ICC Analyst Inspection Unit(s) Man Day(s) Inspection Date(s) Contact(s) 

Design Testing and 
Construction 

Pana Donald Hankins  Pana 1 8/26/2014 Dallas Jett 

Standard Inspection - 
Field Audit 

Pana Donald Hankins  Pana 2 8/27/2014, 8/28/2014 Dallas Jett 

 

 

 

 

Statement of Activities 
 

 

On August 26, 27, & 28, 2014, a Construction audit and a field audit was conducted at Ameren Illinois, in Pana, Illinois, to 
determine compliance with applicable IL Adm. Codes and the Code of Federal Regulations adopted via IL Adm. Part 590. The 
audit included a review of company documents regarding the specific code sections as identified on the attached inspection form. 
 
Staff observed an Ameren crew replacing an old service line that had a regulator underground that had failed.  A new farm tap 
was installed at 1444 Sportman Drive in Taylorville.  The new line was ¾ inch steel to the above ground regulator that will cut the 
pressure from 325 pounds to 60 pounds operating pressure.  The service line from the farm tap to the house was ½ inch 
Driscoplex plastic pipe. 
 
Staff observed Ameren Illinois and Infra Source installing a new regulator station in Blue Mounds.  The piping had already been 
installed and tied back into the main line to town.  A new 4 inch plastic main had been installed to run the elevator in Blue 
Mounds. 
 
Staff observed Ameren rechecking Julies that had been marked by a contract locator.  The Julies that were inspected were all 
marked with in the limits of the code. 

 

 

INSPECTION FINDINGS 
 

 

 Design Testing and Construction 

 Issues(s) Found: 

 [NO ISSUES FOUND] 
 

 Notice Of Amendment(s) Found: 

 [NO NOAS FOUND] 
 

 Notice Of Violation(s) Found: 

 [NO NOPVS FOUND] 
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 Standard Inspection - Field Audit 

 Issues(s) Found: 

 [NO ISSUES FOUND] 
 

 Notice Of Amendment(s) Found: 

 [NO NOAS FOUND] 
 

 Notice Of Violation(s) Found: 

 [NO NOPVS FOUND] 
 

 

 

PAST INSPECTION FINDINGS 
  

 

Issue(s) Corrected: 

[NO ISSUES CORRECTED] 
 

  

 

Notice Of Amendment(s) Corrected: 

[NO NOAS CORRECTED] 
 

  

 

Notice of Violations(s) Corrected: 

[NO NOPVS CORRECTED] 
 

  

 


